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8" WATERMAIN 12" WATERMAIN

A [3/4 x 10" STD. U-BOLT 7/8" x 14” STD. U-BOLT
B|15” x 12" x 1/2" STEEL PLATE 18" x 12" x 1/2" STEEL PLATE

W/ 4-7/8" HOLES W/ 4— 1" HOLES
cl11 5/8" 15”
D|9” 9”
El4 172 41/2"
F|W6 x 25 STEEL I-BEAM W/ 3—1” HOLES  |W6 x 25 STEEL I-BEAM W/ 3—1" HOLES
G |DOUBLE 1/4” x 3/4” WASHERS (8 TOTAL)  |1/4” x 3/4” WASHERS (4 TOTAL)

NOTE 1 — PIPE INSULATION—4" STYROFOAM, FABRICATED
PER ASTM C-450 AND C-585.

NOTE 2 — ALUMINUM JACKETING-ASTM B-209, MINIMUM
0.016" THICKNESS; 40# POLY-CRAFT PAPER
MOISTURE BARRIER IN INTERIOR SIDE; SECURED
WITH STAINLESS STEEL BANDING.
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